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PARTIAL PLAN - OFFICE AREA
SCALE: 1/4"=1'-0"

NOTES:

1. REFER TO DRAWING E—-1 FOR ELECTRICAL
NOTES, ABBREVIATIONS, AND SYMBOLS.

2. THE CONTRACTOR SHALL PROVIDE FUSE
SIZES AS RECOMMENDED BY THE APPROVED

ELEVATOR MANUFACTURER.

3. RECEPTICLES IN THE OFFICE AREA ARE TO
BE MTD 18" AFF UNLESS NOTED OTHERWISE.

4. MTD RECEPTICLES ABOVE COUNTER SURFACE.

60% SUBMITTAL

May 2, 2005

JAM Parking

Structure
101-115 Middlesex St.

City of Lowell, MA

ROOF TIER

GROUND TIER

Parsons Brinckerhoff
= (Quade & Douglas, Inc.

™ 75 Arlington Street
Boston, MA 02116
Tel: 617-426-7330
Fax: 617-482-0642

T
I

|

Architecture:

Fennick McCredie
Architecture, Ltd.

Survey:

Judith Nitsch Engineering

Cost Estimating:
Hanscomb, Faithful & Gould

Code Compliance:

Robert W. Sullivan, Inc.

Landscape Architecture:
Pressley Associates, Inc.

No. Date Revision

Job No.: 18913A
Drawn By: KWM
Checked By: JMC
Date: 5/2/05

Scale:

%
KEY PLAN

ELECTRICAL -
PARTIAL PLANS
GROUND TIER

E-O7




